


 Page 1 of 4 
 

SIOUX ENERGY CENTER Date 10/12/2021 
Bottom Ash Pond (SCPA) Inspector M. Lueckenhoff 
Annual Inspection Check Sheet Pool Level Drained 
 River Level 419.2 
 Temperature 70's 
 Weather Clear 

 
Date of Previous Annual Inspection: 10/14/2020  
 
Date of Previous Periodic Inspection: 10/14/2020  
 
Description of Emergency (EC) or Immediate Maintenance (IM) conditions observed since 
the last annual inspection: 
None  
 
Describe any action taken to restore or improve safety and integrity of impounding 
structure: 
The impoundment is currently being closed.  Approximately 16 acres of the closure has been 
completed.  Sluice water is no longer discharged in the impoundment.    
                                      
Describe any modifications to the geometry of the impounding structure since the 
previous annual inspection: 
The impoundment is currently being closed.  
 
Describe any modifications to the operation of the impounding structure since the 
previous annual inspection: 
Other than temporary pumping for construction, no water is being pumped into the 
impoundment.  The impoundment is currently being closed.  
 
List the approximate remaining storage capacity of the impounding structure: 
NA  
 
List the approximate maximum, minimum and present depth and elevation of the 
impounded water since the previous annual inspection: 
NA.  Pond is being closed, no impounded water.  
 
List the approximate maximum, minimum and present depth and elevation of the 
impounded CCR since the previous annual inspection: 
Max – el. 455 ft, depth 55 ft; Min – el. unknown, depth – unknown; Present – el. 455 ft, depth 55  
ft  
 
Approximate volume of impounded water and CCR at the time of the inspection: 
Approx. 1,677,604 CY of CCR, no impounded water.  
 
Describe any changes to the downstream watershed: 
None  
 


