


SIOUX ENERGY CENTER Date 10/3/17 

Gypsum Pond Cell 1 (SCPC) Inspector J. Greer 

 Cell 1 Level 440.5’ 

 Weather Cloudy 

 Temperature 70 F 
 

Date of Previous Annual Inspection: 10/3/2016  
 

Date of Previous Periodic Inspection: 5/18/17 Post Flood Inspection  
 

Description of Emergency (EC) or Immediate Maintenance (IM) conditions observed since 
the last annual inspection: 
None  
 

Describe any action taken to restore or improve safety and integrity of impounding 
structure: 
None  
 

Describe any modifications to the geometry of the impounding structure since the 
previous annual inspection: 
None  
 

Describe any modifications to the operation of the impounding structure since the 
previous annual inspection: 
None  
 

List the approximate remaining storage capacity of the impounding structure: 
159,417 CY  
 

List the approximate maximum, minimum and present depth and elevation of the 
impounded water in Cell 1 since the previous annual inspection: 

 Maximum Minimum Present 

 Elevation 
(ft) 

Depth (ft) Elevation 
(ft) 

Depth (ft) Elevation 
(ft) 

Depth (ft) 

Cell 1 440.5 17.5 440.5 17.5 440.5 17.5 
 

List the approximate maximum, minimum and present depth and elevation of the 
impounded CCR in Cell 1 since the previous annual inspection: 

 Maximum Minimum Present 

 Elevation 
(ft) 

Depth (ft) Elevation 
(ft) 

Depth (ft) Elevation 
(ft) 

Depth (ft) 

Cell 1 442.5 19.5 442.5 19.5 442.5 19.5 
 

Approximate volume of CCR at the time of the inspection: 
570,583 CY  
 

Describe any changes to the downstream watershed: 
None              




