
 

 

 
August 20, 2026 
 
 
Mr. Greggory Miller 
Illinois Environmental Protection Agency 
2520 West Iles Avenue 
Springfield, IL 62704 
 
 
Dear Mr. Miller: 
 
As required by Article IX (A) of the Consent Order (Case #93-3332), this is the Second 
Quarter 2026 Groundwater Report for the Taylorville Manufactured Gas Plant Site. This 
report is a summary of events. Reports and notifications of events are reported in addition 
to this summary throughout the quarter. 

 

Second Quarter 2026 – Events 

• Second quarter 2026 groundwater samples collected in May 2026 (results 
attached). 

• Second quarter 2026 pump and treat system samples (results attached).  

• Carbon changeout of lead vessel completed on April 17, 2026. 

• Fence repairs on the parent parcel completed on May 6, 2026. 

 

Third Quarter 2026 – Plans  

• Bladder pump replacement at GW-15, GW-22S and GW-19S to be completed in 
August prior to groundwater sampling event. 

• Collect third quarter 2026 groundwater samples in August. 

 

Problems Encountered or Anticipated Problems 

We have not encountered and do not anticipate any other abnormal operational or 
maintenance problems. 

We have treated 1,425,612,297 gallons of groundwater through the system since startup 
until the end of June 2026. There has not been any migration of contamination off-site. 
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I certify under penalty of law that the specific Activity and Use Limitations identified in 
Paragraph 7 of the Uniform Environmental Covenant for the Ameren Taylorville MGP site 
remain in place. I am aware that any person who knowingly makes a false, fictitious, or 
fraudulent material statement to the Illinois EPA, either orally or in writing, commits a 
Class 4 felony. A second or subsequent offense after conviction is a Class 3 felony (415 
ILCS 5/44(h) (8)). 

 
 
Sincerely, 
 

 
Brian H. Martin, CHMM, PMP 
Senior Manager, Environmental Services 
Environmental Strategy & Analysis 
Ameren Services 
 

Attachments 
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Attachments 

 

Pumping Summary and Treatment Plant Results (April - June) 

Monitoring Well Location Map 

Year 2026 Quarter 2 Groundwater Sampling Results 

 



MGP Pump & Treat System Summary

Taylorville, Illinois

.

DATE TOTALIZER EXTRACTION Flow Data Gallons

READING FLOW WELL East West For Month 1,361,992

Apr-26 To Pond 1,361,992

1 4,833,634 22,603 West NM
 (1)

45 Below Pond -

2 4,856,237 54,296 West NM
 (1)

45 Average 45,400

3 4,910,533 35,511 West NM
 (1)

44 Maximum 70,066

4 4,946,044 68,119 West NM
 (1)

45 Minimum 22,603

5 5,014,163 49,486 West NM
 (1)

45 Total Through March 1,421,186,860

6 5,063,649 39,894 West NM
 (1)

45 Total Through April 1,422,548,852

7 5,103,543 50,848 West NM
 (1)

45

8 5,154,391 25,367 West NM
 (1)

45

9 5,179,758 50,227 West NM
 (1)

45 Maintenance Summary

10 5,229,985 41,893 West NM
 (1)

45

11 5,271,878 44,077 West NM
 (1)

45 Well Cleaning None

12 5,315,955 70,066 West NM
 (1)

45 Vessel North South

13 5,386,021 50,256 West NM
 (1)

42 Carbon Change 4/17/2026 None

14 5,436,277 45,304 West NM
 (1)

43 Cleaned Effluent Backwash Storage None None

15 5,481,581 35,737 West NM
 (1)

45 Back Washed Vessels 4/12/2026 None

16 5,517,318 31,084 West NM
 (1)

44 Changed Bag Filters North Middle South

17 5,548,402 40,755 West NM
 (1)

44 4/2/2026 4/2/2026 4/2/2026

18 5,589,157 51,295 West NM
 (1)

45 4/9/2026 4/9/2026 4/9/2026

19 5,640,452 58,768 West NM
 (1)

45 4/16/2026 4/16/2026 4/16/2026

20 5,699,220 46,308 West NM
 (1)

45 4/23/2026 4/23/2026 4/23/2026

21 5,745,528 27,738 West NM
 (1)

46 4/30/2026 4/30/2026 4/30/2026

22 5,773,266 55,550 West NM
 (1)

46 Drum Disposal None

23 5,828,816 55,494 West NM
 (1)

46

24 5,884,310 42,127 West NM
 (1)

45 Notes: 

25 5,926,437 46,112 West NM
 (1)

46 Carbon Change Completed on Lag column ( North) on 4/17/2026

26 5,972,549 52,436 West NM
 (1)

46 South column switched to lead, North column lag

27 6,024,985 50,038 West NM
 (1)

46

28 6,075,023 47,878 West NM
 (1)

46

29 6,122,901 26,493 West NM
 (1)

46

30 6,149,394 46,232 West NM
 (1)

46

May-26 6,195,626 NM
 (1)

46

(1) Not measured - RW abandoned 

April 2026

Water Level
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Influent

Ameren CIPS Manufactured Gas Plant

Taylorville, Illinois

April 2026

Parameter Units 30 Day Avg Limit Daily Max GW Cleanup Goals 4/1/2026 4/8/2026 4/15/2026 4/22/2026 4/29/2026 Average Maximum

Lab pH - - - 7.16 H 7.16 H 7.34 H 7.44 H 7.02 H 7.28 7.44 H

Iron, Dissolved mg/L - - - ND 0.0937 ND ND ND 0.0937 0.0937

Iron, Total mg/L - - - 0.924 0.9 0.93 1.15 1.08 0.976 1.15

Acenaphthene mg/L - - 0.42 0.00966 0.016 0.0121 0.00646 0.0159 0.0111 0.016

Acenaphthylene mg/L - - - 0.00205 0.00407 0.0023 0.000858 0.00366 0.00232 0.00407

Anthracene mg/L - - 2.1 0.00278 0.00393 0.0033 0.00297 0.00315 0.00325 0.00393

Benzo(a)anthracene mg/L - - 0.00013 0.000325 B 0.000344 0.000173 0.000144 0.000323 0.000247 0.000344

Benzo(a)pyrene mg/L - - 0.00023 0.00018 J 0.00011 J ND ND 0.00018 J 0.00015 0.00018 J

Benzo(b)fluoranthene mg/L - - - 0.00015 J ND ND ND 0.00014 J 0.00015 0.00015 J

Benzo(g,h,i)perylene mg/L - - - ND ND ND ND ND ND ND

Benzo(k)fluoranthene mg/L - - - ND ND ND ND ND ND ND

Chrysene mg/L - - - 0.00027 0.000315 0.00015 J 0.00019 J 0.000296 0.000231 0.000315

Dibenzo(a,h)anthracene mg/L - - - ND ND ND ND ND ND ND

Fluoranthene mg/L - - 0.28 0.0025 0.00322 0.00267 0.00261 0.00272 0.00275 0.00322

Fluorene mg/L - - - 0.00588 0.0083 0.00608 0.00498 0.00762 0.00631 0.0083

Indeno(1,2,3-cd)pyrene mg/L - - - ND ND ND ND ND ND ND

m,p-Cresol mg/L - - 0.35 ND 0.00086 J 0.00075 J ND 0.00088 J 0.00081 0.00086 J

o-Cresol mg/L - - 0.35 0.00075 J 0.0011 J 0.0017 J 0.0022 J 0.0012 J 0.00144 0.0022 J

Phenanthrene mg/L - - - 0.0104 0.0157 0.011 ND 0.014 0.01237 0.0157

Pyrene mg/L - - - 0.00296 0.00381 0.00297 0.00316 0.00331 0.00323 0.00381

Total PNAs except Naphthalene mg/L - - - 0.0372 0.0558 0.0408 0.0267 0.0513 0.04013 0.0558

Benzene µg/L - - 5 53.3 56.9 55.4 57.1 50.2 55.7 57.1

Ethylbenzene µg/L - - 700 17.2 21.4 22.7 19 17.5 20.1 22.7

m,p-Xylenes µg/L - - - 22.1 24.3 21.2 23.1 20.5 22.7 24.3

Naphthalene µg/L - - 25 130 156 152 127 112 141 156

o-Xylene µg/L - - - 13.3 15.0 13.2 14.2 12.8 13.9 15.0

Toluene µg/L - - 1000 28.6 34.6 38.7 33.8 34.1 33.9 38.7

Xylenes, Total µg/L - - 10000 35.4 39.3 34.4 37.3 33.3 36.6 39.3

ND=Not detected above the project acceptable detection limit

J=Analyte detected below reporting limits

BOLD text indicates exceedance of the groundwater quality standard

H = Holding times exceeded

B= Detected in associated method blank



Between Columns

Ameren CIPS Manufactured Gas Plant

Taylorville, Illinois

April 2026

Parameter Units 30 Day Avg Limit Daily Max GW Cleanup Goals 4/1/2026 4/8/2026 4/15/2026 4/22/2026 4/29/2026 Average Maximum

Lab pH - - - 6.98 H 7.22 H 7.76 H 7.46 H 7.25 H 7.36 7.76 H

Iron, Dissolved mg/L - - - ND 0.023 J ND ND ND 0.023 0.023 J

Iron, Total mg/L - - - 0.21 0.195 0.219 ND 0.029 J 0.208 0.219

Acenaphthene mg/L - - - 0.00372 0.0045 0.00344 ND ND 0.00389 0.0045

Acenaphthylene mg/L - - - 0.000934 0.0013 0.000761 ND ND 0.000998 0.0013

Anthracene mg/L - - - 0.000851 0.00101 0.000916 ND ND 0.000926 0.00101

Benzo(a)anthracene mg/L - - - 0.000098 BJ 0.000146 ND ND ND 0.000122 0.000146

Benzo(a)pyrene mg/L - - - ND ND ND ND ND ND ND

Benzo(b)fluoranthene mg/L - - - ND ND ND ND ND ND ND

Benzo(g,h,i)perylene mg/L - - - ND ND ND ND ND ND ND

Benzo(k)fluoranthene mg/L - - - ND ND ND ND ND ND ND

Chrysene mg/L - - - ND 0.00013 J ND ND ND 0.00013 0.00013 J

Dibenzo(a,h)anthracene mg/L - - - ND ND ND ND ND ND ND

Fluoranthene mg/L - - - 0.000753 0.000852 0.00068 ND ND 0.000762 0.000852

Fluorene mg/L - - - 0.00176 0.00201 0.00156 ND ND 0.001777 0.00201

Indeno(1,2,3-cd)pyrene mg/L - - - ND ND ND ND ND ND ND

m,p-Cresol mg/L - - - ND ND ND ND ND ND ND

o-Cresol mg/L - - - ND ND ND ND ND ND ND

Phenanthrene mg/L - - - 0.00336 0.0045 0.00273 ND ND 0.00353 0.0045

Pyrene mg/L - - - 0.000885 0.00101 0.000767 ND ND 0.000887 0.00101

Total PNAs except Naphthalene mg/L - - - 0.0124 0.0155 0.0109 ND ND 0.01293 0.0155

Benzene µg/L - - - 13.4 14.6 12.2 ND ND 13.4 14.6

Ethylbenzene µg/L - - - 2.9 4.1 3.9 ND ND 3.63 4.1

m,p-Xylenes µg/L - - - 5.1 6 4.4 ND ND 5.17 6.0

Naphthalene µg/L - - - 29.1 36.6 29.1 2.4 J ND 24.3 36.6

o-Xylene µg/L - - - 3.4 3.9 2.9 ND ND 3.4 3.9

Toluene µg/L - - - 5.6 7.3 7.2 ND ND 6.7 7.3

Xylenes, Total µg/L - - - 8.6 10 7.3 ND ND 8.6 10

ND=Not detected above the project acceptable detection limit

J = Estimated concentration

H = Holding times exceeded

B= Detected in associated method blank



Effluent

Ameren CIPS Manufactured Gas Plant

Taylorville, Illinois

April 2026

Parameter Units 30 Day Avg Limit Daily Max GW Cleanup Goals 4/1/2026 4/8/2026 4/15/2026 4/22/2026 4/29/2026 Average Maximum

Lab pH - - - 7.47 H 7 H 7.83 H 7.37 H 7.39 H 7.42 7.83 H

Iron, Dissolved mg/L - 1 - ND ND ND ND ND ND ND

Iron, Total mg/L 2 4 - ND ND ND ND ND ND ND

Acenaphthene mg/L - 0.0608 - ND ND ND H ND ND ND ND H

Acenaphthylene mg/L - - - ND ND ND ND ND ND ND

Anthracene mg/L - 0.0023 - ND ND ND ND ND ND ND

Benzo(a)anthracene mg/L - 0.001 - ND B ND ND ND ND ND ND B

Benzo(a)pyrene mg/L - 0.0005 - ND ND ND ND ND ND ND

Benzo(b)fluoranthene mg/L - - - ND ND ND ND ND ND ND

Benzo(g,h,i)perylene mg/L - - - ND ND ND ND ND ND ND

Benzo(k)fluoranthene mg/L - - - ND ND ND ND ND ND ND

Chrysene mg/L - - - ND ND ND ND S ND ND ND S

Dibenzo(a,h)anthracene mg/L - - - ND ND ND ND ND ND ND

Fluoranthene mg/L 0.053 0.398 - ND ND ND ND ND ND ND

Fluorene mg/L - - - ND ND ND H ND ND ND ND H

Indeno(1,2,3-cd)pyrene mg/L - - - ND ND ND ND ND ND ND

m,p-Cresol mg/L - 1.9 - ND ND ND ND ND ND ND

o-Cresol mg/L - 1.9 - ND ND ND ND ND ND ND

Phenanthrene mg/L - 0.01 - ND ND ND ND ND ND ND

Pyrene mg/L - - - ND ND ND ND ND ND ND

Total PNAs except Naphthalene mg/L - - - ND ND ND ND ND ND ND

Benzene µg/L - 50 - ND ND ND ND ND SR ND ND SR

Ethylbenzene µg/L 17 216 - ND ND ND ND ND SR ND ND SR

m,p-Xylenes µg/L - - - ND ND ND ND ND R ND ND R

Naphthalene µg/L - 670 - ND ND ND ND ND ND ND

o-Xylene µg/L - - - ND ND ND ND ND SR ND ND SR

Toluene µg/L 70 750 - ND ND ND ND ND SR ND ND SR

Xylenes, Total µg/L 117 750 - ND ND ND ND ND SR ND ND SR

ND=Not detected above the project acceptable detection limit

B=Analyte found in the method blank at a concentration

R=RPD outside acceptable recovery limits

SR= Surrogate recovery outside control limits

H = Holding times exceeded



Trip Blank

Ameren CIPS Manufactured Gas Plant

Taylorville, Illinois

April 2026

Parameter Units 30 Day Avg Limit Daily Max GW Cleanup Goals 4/1/2026 4/8/2026 4/15/2026 4/22/2026 4/29/2026 Average Maximum

Benzene µg/L - - - ND ND ND ND ND ND ND
Ethylbenzene µg/L - - - ND ND ND ND ND ND ND
m,p-Xylenes µg/L - - - ND ND ND ND ND ND ND
Naphthalene µg/L - - - ND ND ND ND ND ND ND
o-Xylene µg/L - - - ND ND ND ND ND ND ND
Toluene µg/L - - - ND ND ND ND ND ND ND
Xylenes, Total µg/L - - - ND ND ND ND ND ND ND

ND=Not detected above the project acceptable detection limit



MGP Pump & Treat System Summary

Taylorville, Illinois

DATE TOTALIZER EXTRACTION Flow Data Gallons

READING FLOW WELL East West For Month 1,519,440

May-26 To Pond 1,519,440

1 6,195,626 46,495 West NM
 (1)

44 Below Pond -

2 6,242,121 46,370 West NM
 (1)

46 Average 49,014

3 6,288,491 44,846 West NM
 (1)

46 Maximum 73,052

4 6,333,337 50,445 West NM
 (1)

47 Minimum 25,125

5 6,383,782 40,294 West NM
 (1)

47 Total Through April 1,422,548,852

6 6,424,076 25,880 West NM
 (1)

47 Total Through May 1,424,068,292

7 6,449,956 70,055 West NM
 (1)

47

8 6,520,011 57,024 West NM
 (1)

42

9 6,577,035 59,047 West NM
 (1)

43 Maintenance Summary

10 6,636,082 68,275 West NM
 (1)

44

11 6,704,357 61,365 West NM
 (1)

41 Well Cleaning None

12 6,765,722 53,412 West NM
 (1)

42 Vessel North South

13 6,819,134 39,854 West NM
 (1)

45 Carbon Change None None

14 6,858,988 57,431 West NM
 (1)

45 Cleaned Effluent Backwash Storage None None

15 6,916,419 43,157 West NM
 (1)

45 Back Washed Vessels None 6/10/2026

16 6,959,576 44,271 West NM
 (1)

45 Changed Bag Filters North Middle South

17 7,003,847 54,380 West NM
 (1)

45 6/7/2026 6/7/2026 6/7/2026

18 7,058,227 47,269 West NM
 (1)

46 6/14/2026 6/14/2026 6/14/2026

19 7,105,496 43,998 West NM
 (1)

46 6/21/2026 6/21/2026 6/21/2026

20 7,149,494 26,124 West NM
 (1)

46 6/28/2026 6/28/2026 6/28/2026

21 7,175,618 56,918 West NM
 (1)

46

22 7,232,536 41,688 West NM
 (1)

44 Drum Disposal None

23 7,274,224 46,929 West NM
 (1)

45

24 7,321,153 42,773 West NM
 (1)

46

25 7,363,926 48,219 West NM
 (1)

46

26 7,412,145 42,045 West NM
 (1)

46 Note:

27 7,454,190 25,125 West NM
 (1)

46

28 7,479,315 60,702 West NM
 (1)

46

29 7,540,017 55,902 West NM
 (1)

44

30 7,595,919 46,095 West NM
 (1)

45

31 7,642,014 73,052 West NM
 (1)

45

Jun-26 7,715,066 West NM
 (1)

45

(1) Not measured - RW abandoned 

May 2026

Water Level
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Influent

Ameren CIPS Manufactured Gas Plant

Taylorville, Illinois

May 2026

Parameter Units 30 Day Avg Limit Daily Max GW Cleanup Goals 5/6/2026 5/13/2026 5/20/2026 5/27/2026 Average Maximum

Lab pH - - - 7.01 H 6.93 H 7.05 H 6.9 H 6.97 7.05 H

Iron, Dissolved mg/L - - - ND ND ND 0.0459 0.0459 0.0459

Iron, Total mg/L - - - 1.13 1.12 0.99 1.28 1.13 1.28

Acenaphthene mg/L - - 0.42 0.01250 0.01330 0.00815 0.01390 0.01196 0.01390

Acenaphthylene mg/L - - - 0.00283 0.00290 0.00158 0.00322 0.00263 0.00322

Anthracene mg/L - - 2.1 0.00290 0.00240 0.00220 0.00354 0.00276 0.00354

Benzo(a)anthracene mg/L - - 0.00013 0.00026 0.00013 0.00018 0.00023 0.00020 0.00026

Benzo(a)pyrene mg/L - - 0.00023 ND ND ND ND ND ND

Benzo(b)fluoranthene mg/L - - - ND ND ND ND ND ND

Benzo(g,h,i)perylene mg/L - - - ND ND ND ND ND ND

Benzo(k)fluoranthene mg/L - - - ND ND ND ND ND ND

Chrysene mg/L - - - 0.000226 ND 0.00016 J 0.00017 J 0.00019 0.00023

Dibenzo(a,h)anthracene mg/L - - - ND ND ND ND ND ND

Fluoranthene mg/L - - 0.28 0.00257 0.00192 0.00209 0.00293 0.00238 0.00293

Fluorene mg/L - - - 0.00622 0.00579 0.0049 0.00796 0.00622 0.00796

Indeno(1,2,3-cd)pyrene mg/L - - - ND ND ND ND ND ND

m,p-Cresol mg/L - - 0.35 0.00061 J 0.00070 J ND 0.00120 J 0.00084 0.00120 J

o-Cresol mg/L - - 0.35 0.00088 J 0.00093 J 0.00073 J 0.00210 J 0.00116 0.00210 J

Phenanthrene mg/L - - - 0.01170 0.01090 0.00595 0.00960 0.00954 0.01170

Pyrene mg/L - - - 0.00307 0.00226 0.0025 0.00367 0.00288 0.00367

Total PNAs except Naphthalene mg/L - - - 0.0423 0.0396 0.0277 0.0453 0.0387 0.0453

Benzene µg/L - - 5 42.9 51.3 48.8 48.2 47.8 51.3

Ethylbenzene µg/L - - 700 13 20.9 15.1 12.4 15.4 20.9

m,p-Xylenes µg/L - - - 19 20.5 21.1 19.3 20.0 21.1

Naphthalene µg/L - - 25 102 155 108 122 122 155

o-Xylene µg/L - - - 12.0 12.8 12.3 12.2 12.3 12.8

Toluene µg/L - - 1000 24.1 34.2 29.6 B 25.8 28.4 34.2

Xylenes, Total µg/L - - 10000 31.1 33.3 33.4 31.5 32.3 33.4

ND=Not detected above the project acceptable detection limit

J=Analyte detected below reporting limits

BOLD text indicates exceedance of the groundwater quality standard

H = Holding times exceeded

B= Detected in associated method blank



Between Columns

Ameren CIPS Manufactured Gas Plant

Taylorville, Illinois

May 2026

Parameter Units 30 Day Avg Limit Daily Max GW Cleanup Goals 5/6/2026 5/13/2026 5/20/2026 5/27/2026 Average Maximum

Lab pH - - - 7.01 H 6.83 H 6.97 H 6.90 H 6.93 7.01 H

Iron, Dissolved mg/L - - - 0.028 J ND 0.025 J ND 0.027 0.028 J

Iron, Total mg/L - - - 0.0573 ND 0.0583 ND 0.0578 0.0583

Acenaphthene mg/L - - - ND ND ND ND ND ND

Acenaphthylene mg/L - - - ND ND ND ND ND ND

Anthracene mg/L - - - ND ND ND ND ND ND

Benzo(a)anthracene mg/L - - - ND ND ND ND ND ND

Benzo(a)pyrene mg/L - - - ND ND ND ND ND ND

Benzo(b)fluoranthene mg/L - - - ND ND ND ND ND ND

Benzo(g,h,i)perylene mg/L - - - ND ND ND ND ND ND

Benzo(k)fluoranthene mg/L - - - ND ND ND ND ND ND

Chrysene mg/L - - - ND ND ND ND ND ND

Dibenzo(a,h)anthracene mg/L - - - ND ND ND ND ND ND

Fluoranthene mg/L - - - ND ND ND ND ND ND

Fluorene mg/L - - - ND ND ND ND ND ND

Indeno(1,2,3-cd)pyrene mg/L - - - ND ND ND ND ND ND

m,p-Cresol mg/L - - - ND ND ND ND ND ND

o-Cresol mg/L - - - ND ND ND ND ND ND

Phenanthrene mg/L - - - ND ND ND ND ND ND

Pyrene mg/L - - - ND ND ND ND ND ND

Total PNAs except Naphthalene mg/L - - - ND ND ND ND ND ND

Benzene µg/L - - - ND ND ND ND ND ND

Ethylbenzene µg/L - - - ND ND ND ND ND ND

m,p-Xylenes µg/L - - - ND ND ND ND ND ND

Naphthalene µg/L - - - ND ND ND ND ND ND

o-Xylene µg/L - - - ND ND ND ND ND ND

Toluene µg/L - - - ND 0.1 J ND B ND 0.1 0.1 J

Xylenes, Total µg/L - - - ND ND ND ND ND ND

ND=Not detected above the project acceptable detection limit

J = Estimated concentration

H = Holding times exceeded

B= Detected in associated method blank



Effluent

Ameren CIPS Manufactured Gas Plant

Taylorville, Illinois

May 2026

Parameter Units 30 Day Avg Limit Daily Max GW Cleanup Goals 5/6/2026 5/13/2026 5/20/2026 5/27/2026 Average Maximum

Lab pH - - - 6.85 H 6.91 H 7.06 H 7.00 H 6.96 H 7.06 H

Iron, Dissolved mg/L - 1 - ND ND ND ND ND ND

Iron, Total mg/L 2 4 - ND ND ND ND ND ND

Acenaphthene mg/L - 0.0608 - ND ND ND ND ND ND

Acenaphthylene mg/L - - - ND ND ND ND ND ND

Anthracene mg/L - 0.0023 - ND ND ND ND ND ND

Benzo(a)anthracene mg/L - 0.001 - ND ND ND ND ND ND

Benzo(a)pyrene mg/L - 0.0005 - ND ND ND ND R ND ND

Benzo(b)fluoranthene mg/L - - - ND ND ND ND ND ND

Benzo(g,h,i)perylene mg/L - - - ND ND ND ND ND ND

Benzo(k)fluoranthene mg/L - - - ND ND ND ND ND ND

Chrysene mg/L - - - ND ND ND ND ND ND

Dibenzo(a,h)anthracene mg/L - - - ND ND ND ND ND ND

Fluoranthene mg/L 0.053 0.398 - ND ND ND ND ND ND

Fluorene mg/L - - - ND ND ND ND ND ND

Indeno(1,2,3-cd)pyrene mg/L - - - ND ND ND ND ND ND

m,p-Cresol mg/L - 1.9 - ND ND ND ND ND ND

o-Cresol mg/L - 1.9 - ND ND ND ND ND ND

Phenanthrene mg/L - 0.01 - ND ND ND ND ND ND

Pyrene mg/L - - - ND ND ND ND ND ND

Total PNAs except Naphthalene mg/L - - - ND ND ND ND ND ND

Benzene µg/L - 50 - ND ND ND ND ND ND

Ethylbenzene µg/L 17 216 - ND ND ND ND ND ND

m,p-Xylenes µg/L - - - ND ND ND ND ND ND

Naphthalene µg/L - 670 - ND ND ND ND ND ND

o-Xylene µg/L - - - ND ND ND ND ND ND

Toluene µg/L 70 750 - ND ND ND B ND ND ND

Xylenes, Total µg/L 117 750 - ND ND ND ND ND ND

ND=Not detected above the project acceptable detection limit

B=Analyte found in the method blank at a concentration

R=RPD outside acceptable recovery limits



Trip Blank

Ameren CIPS Manufactured Gas Plant

Taylorville, Illinois

May 2026

Parameter Units 30 Day Avg Limit Daily Max GW Cleanup Goals 5/6/2026 5/13/2026 5/20/2026 5/27/2026 6/3/2026 Average Maximum

Benzene µg/L - - - ND ND ND ND ND ND ND

Ethylbenzene µg/L - - - ND ND ND ND ND ND ND

m,p-Xylenes µg/L - - - ND-B ND ND ND ND ND ND

Naphthalene µg/L - - - ND ND ND ND ND ND ND

o-Xylene µg/L - - - ND ND ND ND ND ND ND

Toluene µg/L - - - ND ND ND-B ND ND ND ND

Xylenes, Total µg/L - - - ND-B ND ND ND ND ND ND

ND=Not detected above the project acceptable detection limit

B= Detected in associated method blank



MGP Pump & Treat System Summary

Taylorville, Illinois

DATE TOTALIZER EXTRACTION Flow Data Gallons

READING FLOW WELL East West For Month 1,544,005

Jun-26 To Pond

1 7,715,066 47,295 West NM
 (1)

45 Below Pond 1,544,005

2 7,762,361 39,506 West NM
 (1)

45 Average 51,467

3 7,801,867 38,866 West NM
 (1)

45 Maximum 73,846

4 7,840,733 61,237 West NM
 (1)

45 Minimum 15,169

5 7,901,970 54,349 West NM
 (1)

44 Total Through May 1,424,068,292

6 7,956,319 60,167 West NM
 (1)

44 Total Through June 1,425,612,297

7 8,016,486 59,425 West NM
 (1)

45

8 8,075,911 54,938 West NM
 (1)

45

9 8,130,849 55,177 West NM
 (1)

45 Maintenance Summary

10 8,186,026 45,793 West NM
 (1)

45

11 8,231,819 46,025 West NM
 (1)

44 Well Cleaning None

12 8,277,844 72,199 West NM
 (1)

44 Vessel North South

13 8,350,043 53,530 West NM
 (1)

44 Carbon Change None None

14 8,403,573 72,846 West NM
 (1)

45 Cleaned Effluent Backwash Storage None None

15 8,476,419 54,593 West NM
 (1)

45 Back Washed Vessels None 6/8/2026

16 8,531,012 42,561 West NM
 (1)

45 Changed Bag Filters North Middle South

17 8,573,573 15,169 West NM
 (1)

45 6/4/2026 6/4/2026 6/4/2026

18 8,588,742 50,316 West NM
 (1)

44 6/11/2026 6/11/2026 6/11/2026

19 8,639,058 61,762 West NM
 (1)

43 6/18/2026 6/18/2026 6/18/2026

20 8,700,820 57,099 West NM
 (1)

44 6/25/2026 6/25/2026 6/25/2026

21 8,757,919 57,476 West NM
 (1)

45

22 8,815,395 46,590 West NM
 (1)

45

23 8,861,985 43,028 West NM
 (1)

45 Drum Disposal None

24 8,905,013 24,449 West NM
 (1)

46

25 8,929,462 73,846 West NM
 (1)

46 Notes:

26 9,003,308 45,491 West NM
 (1)

44

27 9,048,799 46,209 West NM
 (1)

44

28 9,095,008 71,898 West NM
 (1)

45

29 9,166,906 47,172 West NM
 (1)

45

30 9,214,078 44,993 West NM
 (1)

46

Jul-26 9,259,071 West NM
 (1)

46

(1) Not measured - RW abandoned 

Water Level

June 2026
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Influent

Ameren CIPS Manufactured Gas Plant

Taylorville, Illinois

June 2026 

Parameter Units 30 Day Avg Limit Daily Max GW Cleanup Goals 6/3/2026 6/10/2026 6/17/2026 6/24/2026 Average Maximum

Lab pH - - - 7.03 H 6.93 H 6.95 H 7.35 H 7.07 7.35 H

Iron, Dissolved mg/L - - - 0.02 J 0.034 J ND 0.029 J 0.028 0.034 J

Iron, Total mg/L - - - 1.15 1.18 0.996 0.861 1.05 1.18

Acenaphthene mg/L - - 0.42 0.0112 0.0136 0.00911 0.0103 0.0111 0.0136

Acenaphthylene mg/L - - - 0.00251 0.00318 0.00208 0.00204 0.002453 0.00318

Anthracene mg/L - - 2.1 0.00254 0.00341 0.00193 0.00261 0.002623 0.00341

Benzo(a)anthracene mg/L - - 0.00013 0.000222 0.000253 0.000121 0.000202 0.000200 0.000253

Benzo(a)pyrene mg/L - - 0.00023 ND ND ND ND ND ND

Benzo(b)fluoranthene mg/L - - - ND ND ND ND ND ND

Benzo(g,h,i)perylene mg/L - - - ND ND ND ND ND ND

Benzo(k)fluoranthene mg/L - - - ND ND ND ND ND ND

Chrysene mg/L - - - 0.00014 J 0.000218 ND 0.00016 J 0.000173 0.000218

Dibenzo(a,h)anthracene mg/L - - - ND 0.000093 J ND ND 0.000093 0.000093 J

Fluoranthene mg/L - - 0.28 0.00225 0.00302 0.00165 0.00232 0.00231 0.00302

Fluorene mg/L - - - 0.00657 0.00654 0.00468 0.00541 0.00580 0.00657

Indeno(1,2,3-cd)pyrene mg/L - - - ND ND ND ND ND ND

m,p-Cresol mg/L - - 0.35 0.0012 J 0.0023 J 0.0012 J 0.0009 J 0.0014 0.0023 J

o-Cresol mg/L - - 0.35 0.0016 J 0.0049 J 0.002 J 0.0014 J 0.0025 0.0049 J

Phenanthrene mg/L - - - 0.0085 0.00958 0.00722 0.0067 0.00800 0.00958

Pyrene mg/L - - - 0.00279 0.00367 0.00193 0.00282 0.00280 0.00367

Total PNAs except Naphthalene mg/L - - - 0.0367 0.0436 0.0287 0.0326 0.0354 0.0436

Benzene µg/L - - 5 56.4 60.8 46.3 38.5 50.5 60.8

Ethylbenzene µg/L - - 700 17.4 25.6 16.2 13.3 18.1 25.6

m,p-Xylenes µg/L - - - 21.7 23.7 19.3 20.9 21.4 23.7

Naphthalene µg/L - - 25 141 132 126 97 124 141

o-Xylene µg/L - - - 13.4 15.1 11.9 12.7 13.3 15.1

Toluene µg/L - - 1000 33.8 B 47.0 29.8 23.6 B 33.6 47.0

Xylenes, Total µg/L - - 10000 35.1 38.8 31.2 33.6 34.7 38.8

ND=Not detected above the project acceptable detection limit

J=Analyte detected below reporting limits

BOLD text indicates exceedance of the groundwater quality standard

H = Holding times exceeded

B= Detected in associated method blank



Between Columns

Ameren CIPS Manufactured Gas Plant

Taylorville, Illinois

June 2026 

Parameter Units 30 Day Avg Limit Daily Max GW Cleanup Goals 6/3/2026 6/10/2026 6/17/2026 6/24/2026 Average Maximum

Lab pH - - - 7.13 H 6.96 H 6.93 H 7.07 H 7.02 H 7.13 H

Iron, Dissolved mg/L - - - 0.0455 ND ND ND 0.0455 0.0455

Iron, Total mg/L - - - 0.0867 ND 0.032 J ND 0.0594 0.0867

Acenaphthene mg/L - - - ND ND ND 0.000078 J 0.000078 0.000078 J

Acenaphthylene mg/L - - - ND ND ND ND ND ND

Anthracene mg/L - - - ND ND ND ND ND ND

Benzo(a)anthracene mg/L - - - ND ND ND 0.000073 J 0.000073 0.000073 J

Benzo(a)pyrene mg/L - - - ND ND ND ND ND ND

Benzo(b)fluoranthene mg/L - - - ND ND ND ND ND ND

Benzo(g,h,i)perylene mg/L - - - ND ND ND ND ND ND

Benzo(k)fluoranthene mg/L - - - ND ND ND ND ND ND

Chrysene mg/L - - - ND ND ND ND ND ND

Dibenzo(a,h)anthracene mg/L - - - ND ND ND ND ND ND

Fluoranthene mg/L - - - ND ND ND ND ND ND

Fluorene mg/L - - - ND ND ND ND ND ND

Indeno(1,2,3-cd)pyrene mg/L - - - ND ND ND ND ND ND

m,p-Cresol mg/L - - - ND ND ND ND ND ND

o-Cresol mg/L - - - ND ND ND ND ND ND

Phenanthrene mg/L - - - ND ND ND ND ND ND

Pyrene mg/L - - - ND ND ND ND ND ND

Total PNAs except Naphthalene mg/L - - - ND ND ND ND ND ND

Benzene µg/L - - - ND 0.1 J ND ND 0.1 0.1 J

Ethylbenzene µg/L - - - ND ND ND ND ND ND

m,p-Xylenes µg/L - - - ND ND ND ND ND ND

Naphthalene µg/L - - - ND 2 ND ND 2.00 2.00

o-Xylene µg/L - - - ND ND ND ND ND ND

Toluene µg/L - - - ND B 0.1 J ND ND B 0.1 0.1 J

Xylenes, Total µg/L - - - ND ND ND ND ND ND

ND=Not detected above the project acceptable detection limit

J = Estimated concentration

H = Holding times exceeded

B= Detected in associated method blank



Effluent

Ameren CIPS Manufactured Gas Plant

Taylorville, Illinois

June 2026 

Parameter Units 30 Day Avg Limit Daily Max GW Cleanup Goals 6/3/2026 6/10/2026 6/17/2026 6/24/2026 Average Maximum

Lab pH - - - 6.97 H 7.05 H 7.01 H 7.00 H 7.01 H 7.05 H

Iron, Dissolved mg/L - 1 - ND ND ND ND ND ND

Iron, Total mg/L 2 4 - ND ND ND ND ND ND

Acenaphthene mg/L - 0.0608 - ND ND ND ND ND ND

Acenaphthylene mg/L - - - ND ND ND ND ND ND

Anthracene mg/L - 0.0023 - ND ND ND ND ND ND

Benzo(a)anthracene mg/L - 0.001 - ND ND ND ND ND ND

Benzo(a)pyrene mg/L - 0.0005 - ND ND ND ND ND ND

Benzo(b)fluoranthene mg/L - - - ND ND ND ND ND ND

Benzo(g,h,i)perylene mg/L - - - ND ND ND ND ND ND

Benzo(k)fluoranthene mg/L - - - ND ND ND ND ND ND

Chrysene mg/L - - - ND ND ND ND ND ND

Dibenzo(a,h)anthracene mg/L - - - ND ND ND ND ND ND

Fluoranthene mg/L 0.053 0.398 - ND ND ND ND ND ND

Fluorene mg/L - - - ND ND ND ND ND ND

Indeno(1,2,3-cd)pyrene mg/L - - - ND ND ND ND ND ND

m,p-Cresol mg/L - 1.9 - ND ND ND ND ND ND

o-Cresol mg/L - 1.9 - ND ND ND ND ND ND

Phenanthrene mg/L - 0.01 - ND ND ND ND ND ND

Pyrene mg/L - - - ND ND ND ND ND ND

Total PNAs except Naphthalene mg/L - - - ND ND ND ND ND ND

Benzene µg/L - 50 - ND ND ND ND ND ND

Ethylbenzene µg/L 17 216 - ND ND ND ND ND ND

m,p-Xylenes µg/L - - - ND ND ND ND ND ND

Naphthalene µg/L - 670 - ND ND ND ND ND ND

o-Xylene µg/L - - - ND ND ND ND ND ND

Toluene µg/L 70 750 - ND B ND ND ND B ND ND B

Xylenes, Total µg/L 117 750 - ND ND ND ND ND ND

ND=Not detected above the project acceptable detection limit

B=Analyte found in the method blank at a concentration

H = Holding times exceeded



Trip Blank

Ameren CIPS Manufactured Gas Plant

Taylorville, Illinois

June 2026 

Parameter Units 30 Day Avg Limit Daily Max GW Cleanup Goals 6/3/2026 6/10/2026 6/17/2026 6/24/2026 7/1/2026 Average Maximum

Benzene µg/L - - - ND ND ND ND ND ND ND

Ethylbenzene µg/L - - - ND ND ND ND ND ND ND

m,p-Xylenes µg/L - - - ND ND ND ND ND ND ND

Naphthalene µg/L - - - ND ND ND ND ND ND ND

o-Xylene µg/L - - - ND ND ND ND ND ND ND

Toluene µg/L - - - ND-B ND ND ND-B ND ND ND-B

Xylenes, Total µg/L - - - ND ND ND ND ND ND ND

ND=Not detected above the project acceptable detection limit

B= Detected in associated method blank
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